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Change Order #4 
 

To:  Peterborough Housing Corporation (PHC) 

526 McDonnel Street, Office Suite 

Peterborough, Ontario K9H 0A6 

 

Project:  McRae Building, Phase 1 

  553 Bonaccord Street,  

  Peterborough, Ontario 

     

Project No:   #16033 

  

Attn:  Barry Whitnell, Construction Manager 
     

Date:     March 27, 2019 

 

You are hereby authorized, subject to the provisions of your contract, to proceed with the 

following work (See also CCN #4). 

                                                                                                                                                             

DESCRIPTION: 
             

Floor Level 1: 
        

1. Demising Walls: 
 

Demising walls within the existing east wing, between Suites, must extend from the floor to the 

underside of the metal floor above or metal roof deck above, in order to maintain the sound 

rating between suites. In a number of locations where the walls are to extend through the existing 

open web steel joists, there is a metal angle above the bottom chord that prevents the studs from 

being continuous from floor to underside of deck. In these cases, it will be necessary for the 

metal angles to be relocated. The metal angles are not structural, but are essential in order to hold 

the bottom chords in alignment: movement of these metal angles a short distance in either 

direction will not weaken the structure, but will be essential in order that the studs be continuous 

at every location. Consequently, where it is required, it is requested that the Contractor remove 

the metal strapping from its current location and re-weld the existing strapping or a new metal 

strapping, if required, a short distance away (6” to 12” approximately) in order that the new stud 

demising walls can be erected in one full height stud length from floor to the underside of the 

floor deck above or the roof deck above.  
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.2 Corridor Walls: 

It should be noted that the Corridor Walls will need to be erected from the floor to the underside 

of the metal floor deck above or the metal roof deck above as well. However, for the most part, 

the walls of the Corridor run parallel to the open web steel joists and the strapping as mentioned 

in #1 above, would then be perpendicular to the corridor stud wall framing and would not 

present a problem to be overcome. 
 

 

Floor Level 1A: 
        

.3 Demising Walls: 
 

Demising walls within the existing east wing, between Suites, must extend from the floor to the 

underside of the metal floor above or metal roof deck above, in order to maintain the sound 

rating between suites. In a number of locations where the walls are to extend through the existing 

open web steel joists, there is a metal angle above the bottom chord that prevents the studs from 

being continuous from floor to underside of deck. In these cases, it will be necessary for the 

metal angles to be relocated. The metal angles are not structural, but are essential in order to hold 

the bottom chords in alignment: movement of these metal angles a short distance in either 

direction will not weaken the structure, but will be essential in order that the studs be continuous 

at every location. Consequently, where it is required, it is requested that the Contractor remove 

the metal strapping from its current location and re-weld the existing strapping or a new metal 

strapping, if required, a short distance away (6” to 12” approximately) in order that the new stud 

demising walls can be erected in one full height stud length from floor to the underside of the 

floor deck above or the roof deck above.  

.4 Corridor Walls: 

It should be noted that the Corridor Walls will need to be erected from the floor to the underside 

of the metal floor deck above or the metal roof deck above as well. However, for the most part, 

the walls of the Corridor run parallel to the open web steel joists and the strapping as mentioned 

in #1 above, would then be perpendicular to the corridor stud wall framing and would not 

present a problem to be overcome. 
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Floor Level 2: 
        

.5 Demising Walls: 
 

Demising walls within the existing east wing, between Suites, must extend from the floor to the 

underside of the metal floor above or metal roof deck above, in order to maintain the sound 

rating between suites. In a number of locations where the walls are to extend through the existing 

open web steel joists, there is a metal angle above the bottom chord that prevents the studs from 

being continuous from floor to underside of deck. In these cases, it will be necessary for the 

metal angles to be relocated. The metal angles are not structural, but are essential in order to hold 

the bottom chords in alignment: movement of these metal angles a short distance in either 

direction will not weaken the structure, but will be essential in order that the studs be continuous 

at every location. Consequently, where it is required, it is requested that the Contractor remove 

the metal strapping from its current location and re-weld the existing strapping or a new metal 

strapping, if required, a short distance away (6” to 12” approximately) in order that the new stud 

demising walls can be erected in one full height stud length from floor to the underside of the 

floor deck above or the roof deck above.  

.6 Corridor Walls: 

It should be noted that the Corridor Walls will need to be erected from the floor to the underside 

of the metal floor deck above or the metal roof deck above as well. However, for the most part, 

the walls of the Corridor run parallel to the open web steel joists and the strapping as mentioned 

in #1 above, would then be perpendicular to the corridor stud wall framing and would not 

present a problem to be overcome. 
 

Total Extra to Contract           $  72,075.00 

 

                                                                                                                   

Owner   Date 

 

                                                                                   

Contractor   Date 

PREPARED BY THE CONSULTANT:        Gregg Gordon Architect                                                                   

              
Signed:                                           Title: Contract Administrator           Date: March 27, 2019 

Gregg Gordon 


